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LEGEND

NEW WALL FULL HEIGHT
2x6 @ 16"O.C. WOOD FRAME

NEW WALL PARTIAL HEIGHT

WINDOW NOTES

RAM S900 ALUMINUM WINDOWS WITH CLEAR ANODIZED FINISH-
1. DOUBLE GLAZED, LOW-E  W/ U-VALUE OF 0.50 OR LOWER AND SHGH .20
OR LOWER,  AS APPROVED BY OWNER AND ARCHITECT
2. REFER TO PLANS FOR TYPE AND SIZES. DIMENSIONS SHOWN ARE
FRAME SIZE.  VERIFY ROUGH OPENINGS AND WINDOW SIZES WITH
MANUFACTURER AND LOCATION.  NOTIFY DESIGNER OF ANY NECESSARY
ADJUSTMENTS IN ROUGH OPENING REQUIREMENTS PRIOR TO ANY
MODIFICATIONS.   COORDINATE ASSEMBLY REQUIREMENTS WITH FRAMING
REQUIREMENTS.
3. COORDINATE PIECES OF WINDOW ASSEMBLIES TO PRODUCE A UNIFIED,
WEATHER TIGHT UNIT.
4. ALL WINDOWS SHALL BE INSTALLED USING WEATHERLAPPED
ELASTOMERIC FLASHING AT THE HEAD JAMB AND SILLS
5. PROVIDE TEMPERED GLASS AT ALL WINDOWS LOCATED WITHIN 18" OF A
DOOR, WHERE THE BOTTOM EDGE OF THE WINDOW IS LESS THAN 18"
FROM THE FLOOR, ADJACENT TO A SHOWER OR TUB LESS THAN 60" TO
SILL.

1. COORDINATE HARDWARE REQUIREMENTS WITH DOOR MANUFACTURER.
2. REFER TO FLOOR PLANS FOR SIZES. WIDTH  AND HEIGHT DIMENSIONS ARE
TYPICALLY DOOR LEAF SIZE.  COORDINATE FRAMING R.O. FOR ADJACENT
DOOR AND WINDOW ASSEMBLIES TO ALIGN HEAD HEIGHT AS SHOWN OR
NOTED ON THE DRAWINGS.
3. PROVIDE TEMPERED GLASS AT ALL DOORS WITH LIGHTS.
4. PROVIDE SMOKE AND FIRE GASKETS AND CLOSER  AT ALL RATED DOOR
ASSEMBLIES.
5. PROVIDE RATED DOOR ASSEMBLIES WHERE NOTED ON PLAN.
6. PROVIDE SILLS AND THRESHOLDS AT ALL EXTERIOR DOORS. PROVIDE WOOD
THRESHOLDS AT INTERIOR DOORS TO MATCH WOOD FLOOR WHERE
APPLICABLE.
7. ALL EXTERIOR DOORS SHALL BE INSTALLED USING WEATHERLAPPED
ELASTOMERIC FLASHING AT THE HEAD AND JAMBS.
8. COORDINATE ALL DOORS AS REQUIRED TO ACCOMMODATE FLOOR FINISHES.
9. SUBMIT DOOR CUT SHEETS FOR OWNER APPROVAL PRIOR TO ORDERING.
10. PROVIDE WEATHERSTRIPPING AT ALL DOORS.  ANY DAMAGED
WEATHERSTRIPPING SHALL BE REMOVED AND REPLACED.
11. PROVIDE TEMPERED GLASS AT SHOWER STALLS AND BUILT IN FURNITURE
WITH  GLASS DOORS.

DOOR NOTES

NEW WALL FULL HEIGHT
2x4 @ 16"O.C. WOOD FRAME

SCALE: 1/4"   =    1'-0"
Proposed Floor Plan PROJECT NORTH
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SCALE: 1/4"   =    1'-0"
Second Floor PROJECT NORTH

SECOND FLOOR PLAN


